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IS YOUR FURNACE RECALLED?

The Unitary Products Group of York International Corp. has announced that “Coleman”, “Coleman Evcon” and “Red T” brand furnaces sold as new and replacement equipment in manufactured housing between 1995 and 2000 may be a fire hazard.  They have been implicated in at least 27 fires.

They must be inspected and repaired.  The following model numbers (found inside the front access panels) are affected:

DGAM075BDD
DGAT070BDD
DGAT075BDD
DLAS075BDD

DGAM075BDE
DGAT070BDE
DGAT075BDE
DLAS705BDE

DGAM075BDF
DGAT070BDF
DGAT075BDF
DLAS075BDF
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CATA7GEDF 990637368
- ACATEGORY 1 FORCED AIR FURNACE FOR INSTALLATION IN MANUFACTURED

ILE HOME) OR BUILOING CONSTRUCTED ON - SITE OR RECREATIONAL VEHICLES.
CATEGORIE 1 GENERATEUR D'AIR CHAUD A AIR FORCE INSTALLER A L'INTERIERUR.
MAISON PREF ABRIQUEE/BATINENT CONSTRUIT SUR PLACENEHICLES RECREATIFS.

MODEL NO._N° DE MODELE SERIAL NO. N° DE SERIE
DGAT0708DF 990697368
BTU/Mr. Input - Entrée BTU/H BTU/Hr. Output - Sorte BTU/H

EQUIPS H GAS
EQUIPEE POUR ETRE UTILISEE AVEC @ GA

FOR NATURAL GAS WHEN EQUIPPED WITH NO.
ORL S ot [/m]
iAZ NATUREL. S\ I. URIF\EE EST IDENTIQUE
AU TROU D'UN
R PROPANE GAS WNEN EQUIPPED WITH NO.
AL e CR e
PROPAE L oo £ DENTE
I“ TROU D°UN FORET
MANFOLD PRESSURE PRESSON D0 COLLECTE
85" W.. FOR NATURAL GAS FOR PROPANE GAS
MAXIMUM SUPPLY PRESSURE mssmu T nEoRe
105" W.. FOR NATURAL GAS 5" W.C. FOR PROPANE GAS
MINIMUM SUPPLY PRESSURE. PR[SS\D" D'ADMISSION MIN.
5" W.C. FOR NATURAL GAS W.C. FOR PROPANE GAS

FOR 0-2,000 FEET - OVER 2,000 FEET DERATE FURNACE INPUT
4% PER 1.000 FEET ABOVE SEA LEVEL







Contact UPG toll free at (888) 665-4640 or www.dgatprogram.com to schedule a free inspection.
For additional information concerning this recall, visit the U. S. Consumer Product Safety Commission website at www.cpsc.gov.

